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CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CITY OF CHINO

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

3 300 4 Y 300 N 0 0.00 Not pumped in 30 years; remains inactive but potentially usable with production and treatment improvements
4 1 750 1 Y 750 N 0 18.00 1.00 2.80 0.00 0.00 1.30 Forebearance impacts requiring reduced production
5 1 1,300 1 Y 1,300 Y 1,300 1,300 41.00 1.00 14.00 0.00 0.00 5.90 Requires treatment (Blending or IX) for nitrate and perchlorate.
6 1 950 1 Y 950 N 0 33.00 1.00 3.90 0.00 0.00 12.00 Forebearance impacts requiring reduced production
7 0 4 Y 0 N 0 0.00 0.00 0.00 0.00 0.00 Inactive - well is affected by production influences of adjacent groundwater facilities and potential MTBE contamination
9 1 2,450 1 Y 2,450 Y 2,450 2,450 76.00 1.00 12.00 0.00 0.00 11.00 Requires IX treatment for nitrate and perchlorate

10 1 1,000 3 Y 1,000 Y 1,000 1,000 95.40 1.00 17.00 0.00 0.00 6.60 Requires IX treatment for nitrate and perchlorate
11 1,900 1 Y 1,900 N 0 21.00 2.00 2.70 0.00 0.00 5.10
12 1 2,250 3 Y 2,250 Y 2,250 70.00 1.00 16.00 0.00 0.01 6.30 Forebearance impacts requiring reduced production
13 1 1,000 1 Y 1,000 Y 1,000 47.00 1.00 4.00 0.00 0.00 7.20 Production limited requiring treatment for nitrates - currently blended with CDA treated water supplies.
14 2,300 3 Y 2,300 Y 2,300 60.00 2.10 12.00 0.00 0.05 5.80 Production limited requiring treatment for nitrates - currently blended with WFA treated water supplies.
15 0 4 Y 0 N 0 0.00 Incomplete - drill hole never developed in consideration of potential subsidence link.

DYY 1,000 1 Y 1,000 Y 1,000 1,000 71.00 6.80 0.14 0.00 Benson St./ Palo Verde well, capacity (2000gpm); shared 50/50 w/ Chino; ASR capability; IX trtmnt
New-1 1,500 Y 1,500 N 0 0.00 Designated Well No. 16.  Extremely impaired requiring treatment for nitrates.  Under review and subject to DPH approval
New-2 1,500 Y 1,500 N 0 0.00 Designated Well No. 17.  Construction linked to residential development 2 to 5 years out. 
New-3 0 0 N 0 0.00 2,000 implemented in 5 years
New-4 0 0 N 0 0.00 1,500 implemented in 5 years
New-5 0 0 N 0 0.00 1,500 implemented > 5 years
New-6 0 0 N 0 0.00 1,500 implemented > 5 years

Total 18,200 18,200 11,300 5,750
62%

Notes:
1. Water quality info received from City showed arsenic concentration of "<2." Entered in spreadsheet as 1.0 for tabulation purposes.

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
WFA JPA 4.78 5,354 Contractual
WFA JPA 10.00 11,200 Maximum

OTHER FACILITIES

Plant (mgd) (afy) Notes:
Chino I Desalter 5,000

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CUCAMONGA VALLEY WATER DISTRICT

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

1 962 2 Y 962 Y 962 40.00 0.00 6.70 0.00 0.00 3.7 High Perchlorate; requires blending
3 835 1 Y 835 N 0 5.80 0.00 0.00 0.00 0.00 3.6
4 1,500 1 Y 1,500 N 0 14.00 0.00 0.00 0.00 0.00 3.8
5 2,000 1 Y 2,000 N 0 3.20 0.00 0.00 0.00 0.00 3.3
8 1,050 3 N 0 N 0 22.00 4.00 0.00 0.00 0.00 1.3 High nitrate; requires blending

10 700 1 N 0 N 0 35.00 0.00 0.00 0.00 0.10 1.5 High nitrate; requires blending
12 1,350 2 N 0 Y 1,350 41.00 4.00 0.00 0.00 0.30 1.5 High DBCP; requires blending
13 380 2 N 0 Y 380 21.00 0.00 0.00 0.00 0.20 6.9
15 1,416 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0 inactive - NO3 (DYY IX)
16 900 2 N 0 Y 900 54.00 0.00 0.00 0.00 0.00 0
17 742 3 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0 inactive - NO3 (DYY IX)
18 0 4 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0 Destroyed
19 900 2 N 0 Y 900 37.00 0.00 0.00 0.00 0.40 0
20 963 3 N 0 Y 963 63.00 0.00 5.00 0.00 1.20 0 Out of service due to WQ
21 2,273 3 N 0 Y 2,273 56.00 0.00 0.00 0.00 1.00 1.8 Out of service due to WQ
22 1,500 3 N 0 N 0 31.00 3.10 0.00 0.00 0.10 0 High nitrate; requires blending
23 831 3 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0 High nitrate- DYY IX
24 2,200 1 N 0 N 0 19.00 0.00 0.00 0.00 0.10 0
26 1,495 1 N 0 N 0 21.00 0.00 0.00 0.00 0.00 4.3
30 1,800 1 Y 1,800 N 0 33.00 0.00 0.00 0.00 0.00 4.5
31 1,062 3 N 0 N 0 0.00 0.00 0.00 0.00 0.00 2.6 High nitrate- DYY IX
33 562 3 N 0 N 0 0.00 0.00 0.00 0.00 0.00 3 High nitrate- DYY IX
34 1,700 4 N 0 Y 1,700 56.00 0.00 0.00 0.00 1.10 0 Out of service due to WQ (NO3 & DBCP)
38 2,550 1 Y 2,550 N 0 3.80 0.00 0.00 0.00 0.00 3.5 Best producer
39 3,400 1 Y 3,400 N 0 3.60 0.00 0.00 0.00 0 Future DYY well - no CLO4 samples have been taken yet
40 2,000 1 Y 2,000 N 0 0.00 0.00 0.00 0.00 0 Future DYY well - no CLO4 samples have been taken yet
41 2,300 1 Y 2,300 N 0 4.50 0.00 0.00 0.00 0 Future DYY well - no CLO4 samples have been taken yet
42 2,300 1 Y 2,300 N 0 4.90 0.00 0.00 0.00 0 Future DYY well - no CLO4 samples have been taken yet

Total 39,671 19,647 9,428 0
24%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
Lloyd Michael 60.00 67,200
Royer/Nesbit 11.50 12,880 Surface and imported water

OTHER FACILITIES

Plant (mgd) (afy) Notes:
Arthur H. Bridge WTP 4.00 4,480 Surface water

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CITY OF CHINO HILLS

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

1A 800 1 Y 800 N 0 32.00 2.00 0.00 0.00 0.00 0
1B 550 3 Y 550 Y 550 11.70 110.00 0.00 0.00 0.00 0 Subsidence Issues
7A 400 1 Y 400 N 0 38.00 0.00 4.50 0.00 0.00 7.7
7B 550 1 Y 550 Y 550 46.00 0.00 5.80 0.00 0.00 0
7D 0 3 Y 0 N 0 0.00 20.00 0.00 0.00 0.00 0 Abandoned (destroyed)
13 500 3 Y 500 N 0 0.00 3.00 0.00 0.00 0.00 0 IX planned (Nitrate 121.5)
14 0 3 Y 0 N 0 59.40 60.00 0.00 0.00 0.00 0 Abandoned (destroyed)
15 1,400 2 Y 1,400 Y 1,400 14.85 72.00 0.00 0.00 0.00 0 WQ (As)Needs Treatment
16 700 2 Y 700 Y 700 3.06 21.00 0.00 0.00 0.00 0 WQ (As)Needs Treatment
17 1,300 1 Y 1,300 N 0 20.00 3.60 0.00 0.00 0.00 0
19 1,500 2 Y 1,500 Y 1,500 21.33 25.00 0.00 0.00 0.00 6.1 WQ (As)Needs Treatment

Pellisier 1,000 3 Y 1,000 Y 1,000 1,000 84.00 3.50 0.00 0.00 0.00 0 Abandoned (destroyed)

Total 8,700 8,700 5,700 1,000
66%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
WFA JPA 12.72 14,246

OTHER FACILITIES

Plant (mgd) (afy) Notes:
Chino I Desalter 4,200

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

MONTE VISTA WATER DISTRICT

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

1 0 4 Y 0 N 0 141.30 0.00 0.00 0.00 0.18 inactive
2 0 4 Y 0 N 0 80.00 2.20 0.00 0.00 0.06 inactive
4 830 1 Y 830 Y 830 81.00 0.00 0.00 5.00 0.39 modified for ASR capability, blend with WFA
5 1,400 1 Y 1,400 Y 1,400 46.35 3.00 0.00 0.00 0.00 can be on/off on a daily basis
6 1,000 2 Y 1,000 Y 1,000 67.05 0.00 0.00 1.20 0.03 requires blending

10 1,100 3 Y 1,100 Y 1,100 74.25 3.50 0.00 0.80 0.07 requires blending
11 0 4 Y 0 N 0 40.50 0.00 3.20 0.88 0.00 inactive
12 0 4 Y 0 N 0 90.00 0.00 0.00 0.00 0.00 abandoned
19 2,000 1 Y 2,000 N 0 19.31 7.10 0.00 0.00 0.01
20 1,200 1 Y 1,200 N 0 16.99 2.10 0.00 0.00 0.00
22 0 4 Y 0 N 0 28.85 0.00 0.00 0.00 0.00 abandoned
23 0 4 Y 0 N 0 25.63 0.00 0.00 0.00 0.00 abandoned
26 2,000 1 Y 2,000 N 0 14.00 0.00 0.00 0.00 0.00
27 2,000 1 Y 2,000 Y 2,000 55.00 0.00 0.00 0.00 0.00 Blend with WFA
28 2,100 1 Y 2,100 N 0 16.00 4.00 0.00 0.00 0.00
30 2,000 2 Y 2,000 Y 2,000 75.00 0.00 4.10 0.00 0.24 San Bernardino St. well; ASR capability
31 2,000 1 Y 2,000 N 0 2.70 5.70 0.00 0.00 0.00 Richton St. well 
32 2,000 2 Y 2,000 Y 2,000 121.05 0.00 0.00 0.00 0.37 Benson St. / G St. well; ASR capability
33 1,000 1 Y 1,000 Y 1,000 71.00 0.00 6.80 0.00 0.14 Benson St./ Palo Verde well, capacity (2000gpm); shared 50/50 w/ Chino; ASR capability; IX trtmnt

Total 20,630 20,630 11,330 0
55%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
WFA JPA 19.44 21,773

OTHER FACILITIES

Plant (mgd) (afy) Notes:

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CITY OF POMONA

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

1 0 4 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 To be abandoned
2 1,070 1 Y 1,070 N 0 35.00 0.00 4.70 3.00 0.00 5.69
3 600 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00
4 525 4 Y 525 Y 525 62.60 0.00 13.50 1.00 0.00 0.00

5B 800 1 Y 800 Y 800 43.00 3.15 7.20 0.00 0.00 7.60
6 900 1 Y 900 Y 900 70.00 0.00 16.30 1.24 0.00 44.00
7 700 1 N 0 Y 700 34.70 0.00 7.75 0.00 0.00 0.00 Online by September 2004

8B 1,000 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 Online by September 2004
9 300 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00

10 800 1 Y 800 Y 800 48.00 0.00 9.50 3.00 0.00 0.00 Chrome VI well data shows there's a Well 10B with 12 ug/L detected 
11 500 1 Y 500 Y 500 86.00 0.00 13.00 12.00 0.00 81.00
12 650 1 Y 650 Y 650 99.00 3.00 14.00 9.30 0.00 0.00
13 220 1 N 0 Y 220 41.00 0.00 0.00 0.00 0.00 0.00
14 500 1 Y 500 Y 500 64.00 0.00 13.20 3.00 0.00 9.20
15 470 1 Y 470 Y 470 63.00 1.70 13.00 8.78 0.00 12.00
16 770 1 Y 770 Y 770 79.00 0.00 13.00 3.00 0.00 23.00
17 490 1 Y 490 Y 490 67.00 2.20 16.00 3.00 0.00 11.00
18 530 1 Y 530 Y 530 74.00 0.00 12.00 4.30 0.00 17.00
19 0 N 0 N 0 0.00 Recycled Water System
20 600 3 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00
21 820 1 Y 820 Y 820 46.40 1.10 0.00 3.00 0.00 5.30 Online by October 2004
22 0 N 0 N 0 0.00 0.00 0.00 0.20 0.00 0.00 Abandon
23 940 1 Y 940 Y 940 58.00 0.00 10.00 12.00 0.00 7.00
24 400 3 Y 400 Y 400 43.65 11.00 0.00 5.29 0.00 0.00 Online by June 2003
25 850 1 Y 850 N 0 37.00 2.21 4.20 4.10 0.00 8.50
26 0 Y 0 N 0 70.00 1.20 8.00 0.00 0.00 7.30 not installed (580 gpm)
27 800 1 Y 800 N 0 12.00 2.50 0.00 0.00 0.00 0.00
28 340 1 N 0 N 0 28.00 0.00 0.00 0.00 0.00 0.00
29 400 1 Y 400 N 0 28.00 0.00 0.00 0.00 0.00 9.60 Basin Water Treatment
30 200 4 Y 200 Y 200 12.90 12.00 0.00 0.00 0.00 0.00
31 0 N 0 N 0 0.00 Pumps to recycled water
32 600 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 May-08
33 0 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 Pumps to recycled water
34 1,020 1 Y 1,020 Y 1,020 76.00 3.00 16.10 0.00 0.00 22.00
35 670 2 Y 670 Y 670 16.00 14.70 4.89 3.00 2.00 0.00
36 1,000 1 Y 1,000 Y 1,000 46.00 0.00 0.00 0.00 0.00 5.50 Online by Dec 2004
37 800 1 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 IX Facility - May, 2008
T-1 300 2 N 0 N 0 11.00 0.00 0.00 0.00 0.00 0.00
T-2 230 2 N 0 N 0 11.00 0.00 0.00 0.00 0.00 0.00
T-3 330 2 N 0 N 0 10.00 0.00 0.00 0.00 0.00 0.00
T-4 200 2 N 0 N 0 13.00 0.00 0.00 0.00 0.00 0.00

Total 21,325 15,105 12,905 0
61%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
MWD Weymouth 49.70 55,664 Not operated by Pomona
TVMWD Miramar WTP 20.00 22,400 Also serves RWD and WVWD

OTHER FACILITIES

Plant (mgd) (afy) Notes:
AIX Plant 15.00 16,800 9 mgd treated w/6 mgd by-pass
Pedley WTP 3.40 3,808 surface water treatment

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CITY OF ONTARIO

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

3 925 4 Y 925 N 0 38.00 5.00 0.00 0.00 0.00 0.00 Inactive
4 1,240 4 Y 1,240 N 0 0.00 2.00 0.00 0.00 0.00 8.20 Inactive
9 1,770 4 Y 1,770 Y 1,770 41.00 2.55 0.00 0.00 0.00 3.90 Inactive

11 1,360 4 Y 1,360 N 0 4.45 3.00 0.00 0.00 0.00 0.00 Inactive
15 1,615 4 Y 1,615 Y 1,615 40.00 3.00 8.00 0.00 0.00 4.90 Inactive
16 1,2,3 650 1 Y 650 N 0 5.80 1.00 1.00 0.70 0.00 4.00
17 1,3 1,400 1 Y 1,400 N 0 34.00 1.00 0.00 0.00 0.00 0.00
18 0 4 Y 0 N 0 0.00 0.00 0.00 0.00 0.00 3.80 Inactive
19 560 1 Y 560 N 0 0.00 0.02 0.00 0.00 0.00 3.20 Inactive
20 1,2,3 900 1 Y 900 N 0 5.90 1.00 1.00 0.00 0.00 0.00
24 1,2,3 1,920 1 Y 1,920 N 0 4.50 1.00 1.00 0.00 0.00 0.00
25 1,2,3 1,410 1 Y 1,410 N 0 16.00 1.00 1.00 1.40 0.00 0.00
26 1,2,3 925 1 Y 925 N 0 8.70 1.00 1.00 0.94 0.00 7.10
27 1,2,3 1,025 1 Y 1,025 N 0 17.00 1.00 1.00 0.00 0.00 0.00
29 1,2,3 2,375 1 Y 2,375 N 0 12.00 1.00 1.00 0.00 0.00 0.00
30 1,2,3 2,400 1 Y 2,400 Y 2,400 11.00 1.00 1.00 8.50 0.00 0.00
31 1,2,3 2,875 1 Y 2,875 N 0 31.00 1.00 1.00 0.00 0.00 0.00
33 0 4 Y 0 N 0 5.40 3.40 0.00 1.03 0.00 0.00 Destroyed
34 1,2,3 1,750 1 Y 1,750 N 0 8.90 1.00 1.00 0.00 0.00 3.60
35 1,2,3 1,950 1 Y 1,950 N 0 9.40 1.00 1.00 0.00 0.00 0.00
36 1,2,3 1,310 1 Y 1,310 N 0 4.00 1.00 1.00 0.00 0.00 0.00
37 1,2,3 3,010 1 Y 3,010 N 0 8.30 1.00 1.00 1.70 0.00 3.70
38 1,2,3 2,475 1 Y 2,475 N 0 3.80 1.00 1.00 0.00 0.00 0.00
39 1,2,3 2,250 1 Y 2,250 N 0 9.40 1.00 1.00 0.50 0.00 3.30
40 1,2,3 3,250 1 Y 3,250 N 0 14.00 1.00 1.00 2.20 0.00 3.80
41 1,2,3 2,600 1 Y 2,600 N 0 16.00 1.00 1.00 0.00 4.70
42 0 N 0 46.00 0.00 CIP
43 0 N 0 0.00 0.00 CIP (drilling completed)
44 2,500 Y 2,500 N 0 0.00 0.00 DYY-IX (to be equipped starting 1st Qtr. 2008)
45 2,500 Y 2,500 N 0 0.00 DYY (to be equipped starting 1st Qtr. 2008)
46 2,500 Y 2,500 N 0 0.00 DYY (to be equipped starting 1st Qtr. 2008)
47 3,500 Y 3,500 N 0 0.00 DYY (to be equipped starting 1st Qtr. 2008)
48 0 N 0 0.00 NMC
49 2,300 Y 2,300 N 0 0.00 NMC (under construction)
50 2,300 Y 2,300 N 0 0.00 NMC (under construction)
51 N 0 0.00 NMC
52 2,500 Y 2,500 N 0 0.00 DYY-IX (to be equipped starting 1st Qtr. 2008)

Total 60,045 60,045 5,785 0
10%

Notes:
1. Water quality info received from City showed arsenic concentration of "<2." Entered in spreadsheet as 1.0 for tabulation purposes.
2. Water quality info received from City showed perchlorate concentration of "<4." Entered in spreadsheet as 1.0 for tabulation purposes.
3. Water quality info received from City showed DBCP concentration of "<0.01." Entered in spreadsheet as 0.0 for tabulation purposes.

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
WFA JPA 25.43 28,482
John Galvin WTP 8.00 8,960 inactive

OTHER FACILITIES

Plant (mgd) (afy) Notes:
Chino I Desalter 1,500
Chino II Desalter 3,500

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

CITY OF UPLAND

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

1 0 4 N 0 N 0 0.00 destroyed
1A 1,084 1 N 0 N 0 4.50 0.00 0.00 0.00 0.00 0.00 active
2 800 2 N 0 N 0 0.00 0.00 0.00 0.00 0.00 0.00 WQ issues, Manganese 
3 870 1 Y 870 Y 870 870 64.00 0.00 0.00 0.00 0.23 0.00 WQ issues - new IX Facility
4 0 4 N 0 N 0 0.00 destroyed
5 923 1 N 0 N 0 11.00 0.00 0.00 0.00 0.00 0.00
7 0 4 N 0 N 0 0.00 destroyed

7A 980 1 Y 980 Y 980 980 22.00 0.00 3.20 7.10 0.00 1.20
8 750 1 Y 750 Y 750 750 66.00 0.00 2.00 0.00 0.00 1.00 WQ issues - new IX Facility
9 0 4 Y 0 N 0 51.00 2.00 5.00 2.50 0.00 0.00 inactive; pump motor removed & used for 21A

13 0 4 Y 0 N 0 69.60 2.00 0.00 0.00 1.27 0.00 inactive
15 1,850 1 N 0 N 0 15.00 0.00 0.00 0.00 0.00 0.00 West End purchased from San Antonio
16 1,000 2 Y 1,000 N 0 10.00 0.00 0.00 0.00 0.00 0.00 Sold to SAWCO; taking entitlement
17 1,065 1 N 0 N 0 17.00 0.00 0.00 0.00 0.00 0.00
20 450 2 Y 450 N 0 32.00 0.00 0.00 0.00 0.00 1.50

21A 1,100 1 Y 1,100 Y 1,100 1,100 97.00 0.00 5.40 0.00 0.60 0.00 new IX facility

Total 10,872 5,150 3,700 3,700
34%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
WFA JPA 18.63 20,866

OTHER FACILITIES

Plant (mgd) (afy) Notes:
San Antonio Canyon 6.00 6,720 Surface water treatment

Capacity

Capacity



CHINO BASIN OPTIMUM BASIN MANAGEMENT PROGRAM
DYY PROGRAM EXPANSION PROJECT:  ASSET INVENTORY
Asset Inventory
Rev. Dec. 2008

FONTANA WATER COMPANY

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

F2A 2,415 2 Y 2,415 N 0 21.00 0.00 0.00 0.00 0.00 0.00
F3A 1,850 4 Y 1,850 Y 1,850 51.40 0.00 9.40 0.00 0.00 0.00 Inactive by DOPH (Nitrate, CLO4)
F4A 1,900 3 Y 1,900 Y 1,900 59.00 0.00 12.00 0.00 0.00 0.00 Nitrate - Blended; CLO4, Arsenic
F7A 2,075 2 Y 2,075 N 0 14.00 0.00 0.00 0.00 0.00 2.50
F7B 2,300 2 Y 2,300 N 0 20.00 0.00 0.00 0.00 0.00 0.00

F10B 1,435 1 N 0 N 0 1,435 13.00 0.00 0.00 1.10 0.00 0.00 PCE - Treated
F10C 1,200 1 N 0 N 0 1,200 17.00 3.50 0.00 3.20 0.00 0.00 PCE - Treated
F13A 1,825 2 N 0 N 0 9.00 0.00 0.00 0.00 0.00 0.00
F13B 2,010 2 N 0 N 0 5.90 0.00 0.00 0.00 0.00 1.30
F15A 1,400 2 N 0 N 0 10.00 0.00 0.00 0.00 0.00 1.40
F17B 1,290 1 Y 1,290 Y 1,290 1,290 30.00 0.00 15.00 0.00 0.00 3.40 CLO4 Treated
F17C 1,465 1 Y 1,465 Y 1,465 1,465 23.00 0.00 8.30 0.00 0.00 0.00 CLO4 Treated
F18A 2,400 4 Y 2,400 Y 2,400 34.00 0.00 11.00 0.00 0.00 0.00 Inactive by DOPH (Nitrate, CLO4)
F21A 1,360 2 Y 1,360 N 0 34.00 0.00 0.00 0.00 0.00 0.00
F22A 1,825 2 Y 1,825 N 0 13.00 0.00 0.00 0.00 0.00 0.00
F23A 2,415 2 Y 2,415 N 0 24.00 0.00 0.00 0.00 0.00 0.00
F24A 1,810 2 Y 1,810 N 0 7.60 2.70 0.00 0.00 0.00 0.00
F25A 2,850 4 Y 2,850 Y 2,850 50.00 0.00 5.90 0.00 0.00 0.00 Inactive by DOPH (Nitrate, CLO4)
F26A 1,825 2 Y 1,825 N 0 24.00 0.00 0.00 0.00 0.00 0.00
F27A 400 1 N 0 N 0 6.00 0.00 0.00 0.00 0.00 0.00
F28A 780 1 N 0 N 0 3.80 5.10 0.00 0.00 0.00 0.00
F29A 375 1 N 0 N 0 5.10 4.70 0.00 0.00 0.00 0.00
F30A 2,265 2 Y 2,265 N 0 23.00 0.00 0.00 0.00 0.00 0.00
F31A 1,660 2 Y 1,660 N 0 21.00 0.00 0.00 0.00 0.00 0.00
F32A 465 1 N 0 N 0 3.30 5.90 0.00 0.00 0.00 0.00
F33A 660 1 N 0 N 0 6.50 2.40 0.00 0.00 0.00 0.00
F34A 400 1 N 0 N 0 6.70 3.60 0.00 0.00 0.00 0.00
F35A 1,700 3 Y 1,700 N 0 10.00 0.00 0.00 0.00 0.01 0.00
F36A 705 1 N 0 N 0 16.00 2.10 0.00 0.00 0.00 0.00
F37A 1,335 4 Y 1,335 N 0 26.00 0.00 0.00 0.00 0.00 0.00
F40A 400 1 N 0 N 0 4.30 0.00 0.00 0.00 0.00 0.00
F41A 300 1 N 0 N 0 4.80 4.30 0.00 0.00 0.00 0.00
F42A 390 1 N 0 N 0 20.00 2.50 0.00 0.00 0.00 0.00
F44A 2,265 2 Y 2,265 N 0 19.00 0.00 0.00 0.00 0.00 0.00
F44B 2,265 2 Y 2,265 N 0 18.00 0.00 0.00 0.00 0.00 0.00
F44C 2,410 2 Y 2,410 N 0 15.00 0.00 0.00 0.00 0.00 0.00
F49A 2,135 1 N 0 N 0 2,135 11.00 0.00 0.00 2.40 0.00 0.00 PCE Treated via GAC at F10
New-1 0 N 0 0.00
New-2 0 N 0 0.00
New-3 0 N 0 0.00
New-4 0 N 0

Total 56,560 41,680 11,755 7,525
21%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:
Sandhill WTP 20.00 22,400

OTHER FACILITIES

Plant (mgd) (afy) Notes:

Capacity

Capacity
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JURUPA COMMUNITY SERVICES DISTRICT

GROUNDWATER PRODUCTION FACILITIES

Well No. Notes Capacity
(gpm) Priority Tier In Basin?

(Y/N)

In-Basin 
Capacity 

(gpm)

WQ Impaired?
(Y/N)

WQ Impaired 
Capacity 

(gpm)

Exist. Trtmnt 
Capacity 

(gpm)

NO3
(mg/L)

As
(ug/L)

ClO4
(ug/L)

VOCs
(ug/L)

DBCP
(ug/L) Cr(VI) (ug/L) Comments

6 1,900 1 Y 1,900 N 0 32.00 0.00 0.00 0.00 0.00
8 1,350 2 Y 1,350 Y 1,350 73.00 0.00 4.30 0.00 0.00

11 700 2 Y 700 Y 700 70.00 0.00 0.00 0.00 0.00
12 1,300 2 Y 1,300 Y 1,300 1,100 69.00 0.00 0.00 0.70 0.00 IXP Wells
13 2,700 1 Y 2,700 Y 2,700 29.00 20.00 0.00 0.00 0.00
14 1,950 2 Y 1,950 Y 1,950 60.00 0.00 0.00 0.00 0.00
15 900 2 Y 900 N 0 39.00 0.00 0.00 0.00 0.00
16 1,900 2 Y 1,900 Y 1,900 100.00 0.00 0.00 0.00 0.00
17 3,600 1 Y 3,600 Y 3,600 44.00 0.00 0.00 0.76 0.00
18 1,500 1 Y 1,500 Y 1,500 41.00 0.00 0.00 0.80 0.00
19 1,100 1 Y 1,100 N 0 14.00 0.00 0.00 0.00 0.00
20 900 1 Y 900 N 0 22.00 0.00 0.00 0.00 0.00
22 3,500 1 Y 3,500 N 0 31.00 0.00 0.00 0.00 0.00
23 3,500 1 Y 3,500 N 0 32.00
24 400 1 Y 400 N 0
25 3,500 1 Y 3,500 N 0 22.00

New-1 2,000 1 Y 2,000 N 0
New-2 2,000 1 Y 2,000 N 0
New-3 2,000 1 Y 2,000 N 0
New-4 2,000 1 Y 2,000 N 0

Total 38,700 38,700 15,000 1,100
39%

IMPORTED WATER TREATMENT FACILITIES

Plant (mgd) (afy) Notes:

OTHER FACILITIES

Plant (mgd) (afy) Notes:
Chino I Desalter 2,700
Chino II Desalter 5,500

Capacity

Capacity
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WATER SUPPLY ASSUMPTIONS

GROUNDWATER AND IMPORTED WATER CAPACITIES
(Taken from the Asset Inventory)

GW Production Capacities and Water Quality Constraints

Agency Total In Basin Out of Basin Impaired Unimpaired
Chino 18,200 18,200 0 11,300 6,900
CVWD 39,671 19,647 20,024 9,428 30,243
Chino Hills 8,700 8,700 0 5,700 3,000
MVWD 20,630 20,630 0 11,330 9,300
Pomona 21,325 15,105 6,220 12,905 8,420
Ontario 60,045 60,045 0 5,785 54,260
Upland 10,872 5,150 5,722 3,700 7,172
Fontana 56,560 41,680 14,880 11,755 44,805
JCSD 38,700 38,700 0 15,000 23,700
Total 274,703 227,857 46,846 86,903 187,800

Well Capacity Online Factor (for afy conversion) 100%

Agency Total In Basin Out of Basin Impaired Unimpaired
Chino 29,353 29,353 0 18,225 11,128
CVWD 63,981 31,687 32,295 15,205 48,776
Chino Hills 14,031 14,031 0 9,193 4,838
MVWD 33,272 33,272 0 18,273 14,999
Pomona 34,393 24,361 10,032 20,813 13,580
Ontario 96,841 96,841 0 9,330 87,511
Upland 17,534 8,306 9,228 5,967 11,567
Fontana 91,220 67,222 23,998 18,958 72,262
JCSD 62,415 62,415 0 24,192 38,223
Total 443,041 367,488 75,553 140,157 302,884

Imported Water Purchase Capacities CDA

Chino I Chino I Exp. Chino II
Agency (mgd) (afy) Agency (afy) (afy) (afy)
Chino 4.78 5,354 Chino 3,000 2,000 0
CVWD 71.50 80,080 Chino Hills 2,000 2,200 0
Chino Hills 12.72 14,246 Ontario 1,500 0 3,500
MVWD 19.44 21,773 JCSD 2,700 0 5,500
Pomona 49.70 55,664 Subtotal 9,200 4,200 9,000
Ontario 25.43 28,482 Total
Upland 18.63 20,866
Fontana 20.00 22,400
JCSD 0.00 0
Total 222.20 248,864

WATER QUALITY FOR IMPAIRED WELLS

Basis for Impaired Water Quality

Cont. MCL % of MCL Imp. Basis Unit
Nitrate 45.00 90% 40.50 mg/L
Arsenic 10.00 90% 9.00 ug/L
Perchlorate 6.00 90% 5.40 ug/L
VOCs 5.00 90% 4.50 ug/L
DBCP 0.20 90% 0.18 ug/L
Cr(VI) 50.00 90% 45.00 ug/L

Percent of new GW production requiring treatment for each contaminant

Nitrate Arsenic Perchlorate VOCs DBCP Cr(VI)
Agency % of flow % of flow % of flow % of flow % of flow % of flow
Chino 62.1% 0.0% 56.6% 0.0% 0.0% 0.0%
CVWD 18.1% 0.0% 2.4% 0.0% 19.1% 0.0%
Chino Hills 17.8% 47.7% 6.3% 0.0% 0.0% 0.0%
MVWD 54.9% 0.0% 4.8% 4.0% 23.4% 0.0%
Pomona 53.2% 6.0% 45.0% 13.9% 3.1% 2.3%
Ontario 2.9% 0.0% 2.7% 4.0% 0.0% 0.0%
Upland 25.0% 0.0% 0.0% 9.0% 18.1% 0.0%
Fontana 11.7% 0.0% 20.8% 0.0% 0.0% 0.0%
JCSD 31.8% 7.0% 3.5% 16.5% 0.0% 0.0%

22,400

WTP Capacity

Water QualityValues in GPM

Values in AFY

Location

Location Water Quality




